Portable fire extinguishers are valuable tools to protect lives and reduce property loss. Extinguishers are required to be serviced by a licensed technician every year and checked every month by a responsible person within the protected property. Monthly inspections help to ensure that extinguishers are ready and available in an emergency as well as familiarizing company personnel with their location. This guide is intended to provide the few easy steps to complete a monthly fire extinguisher inspection.

1. **CHECK THE GAUGE**
The needle should be aligned in the **GREEN** area of the gauge. Under or Over pressure needs immediate attention.

2. **CHECK THE HOSE**
Should be in good condition, without cracks or breaks.

3. **ANY RUST OR DENTS?**
The body of the extinguisher should be in good repair. Rust or dents can weaken the shell and cause failure in an emergency.

4. **TAMPER SEAL**
Should be unbroken and placed to keep the handle pin in place until needed.

5. **SIGN THE CARD**
If all of the items check out OK, date and initial the back of the inspection card.

For more information, please call the Kern County Fire Prevention Division at 661-391-3310.